Western Area Power Admininstration publish date:
Sierra Nevada Region May 29, 2008
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen Loads Reg & Res Projected Purchases Tg\;Ze:?:?irc)pﬁs F;;ssjiitrii ?;;‘;
_ _ Project First Estimated PU PU & EP Ancil_liary Bank Bank Daily Daily Capacity
Monday PrOJectgd Projected Use Load Preference AnC|IlIary Forward Capacity  Services Energy Return Minimum | Maximum | w/minimal
Capacity Energy Demand Load Serwc_es Off-Peak  Purchase Purchase | (from CVP Energy (to Capacity | Capacity energy
Demand Capacity | Purchase  Regmts. Regmt. Corp) CVP Corp)
Jun 02, 2008 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) MW) MW) MW)
Hour A B c | o E F | ¢ H I E K L M
1 1,067.0 243.0 110.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 750.0 0.0
2 1,066.0 243.0 110.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 750.0 0.0
3 1,066.0 183.0 110.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 750.0 0.0
4 1,066.0 183.0 110.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 750.0 0.0
5 1,066.0 182.0 110.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 750.0 0.0
6 1,067.0 318.0 110.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 750.0 0.0
7 1,048.0 363.0 89.0 16.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 750.0 0.0
8 1,049.0 641.0 89.0 17.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 750.0 0.0
9 1,051.0 673.0 89.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 750.0 0.0
10 1,051.0 714.0 89.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 750.0 0.0
11 1,052.0 784.0 89.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 750.0 0.0
12 1,052.0 830.0 89.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 750.0 0.0
13 1,052.0 873.0 89.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 750.0 0.0
14 1,053.0 | 1,071.0 89.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 750.0 0.0
15 1,053.0 | 1,072.0 89.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 750.0 0.0
16 1,053.0 | 1,029.0 89.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 750.0 0.0
17 1,052.0 864.0 89.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 750.0 0.0
18 1,053.0 | 1,008.0 89.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 750.0 0.0
19 1,052.0 842.0 89.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 750.0 0.0
20 1,051.0 871.0 89.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 750.0 0.0
21 1,051.0 873.0 89.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 750.0 0.0
22 1,050.0 832.0 89.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 750.0 0.0
23 1,070.0 574.0 110.0 17.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 750.0 0.0
24 1,069.0 527.0 110.0 16.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 750.0 0.0
Daily Energy
(MWh) 15,793.0 | 2,304.0 424.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 11,114
Ramp Rate Constraint: None




Western Area Power Admininstration publish date:
Sierra Nevada Region May 29, 2008
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen REer?sr';d Loads Reg & Res Projected Purchases ngz;?i;pr;s lergstZtre(i ?;;?
' ‘ Project First Estimated PU PU & EP Ancil!iary Bank Bank Daily Daily Capacity
Tuesday PrOJect_ed Projected Use Load Preference Ancﬂ_lary Forward Capacity  Services Energy Return Minimum | Maximum | w/minimal
Capacity Energy Demand Load Serwcgs Off-Peak  Purchase Purchase | (from CVP Energy (to Capacity | Capacity energy
Demand Capacity | Purchase  Regmts. Regmt. Corp) CVP Corp)
Jun 03, 2008 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C | D E F | G H | | J K L M

1 1,167.0 238.0 110.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 850.0 0.0

2 1,166.0 184.0 110.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 850.0 0.0

3 1,166.0 183.0 110.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 850.0 0.0

4 1,166.0 183.0 110.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 850.0 0.0

5 1,166.0 232.0 110.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 850.0 0.0

6 1,167.0 333.0 110.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 850.0 0.0

7 1,148.0 381.0 89.0 16.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 850.0 0.0

8 1,149.0 486.0 89.0 17.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 850.0 0.0

9 1,151.0 487.0 89.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 850.0 0.0

10 1,151.0 488.0 89.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 850.0 0.0

11 1,152.0 623.0 89.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 850.0 0.0

12 1,152.0 723.0 89.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 850.0 0.0

13 1,152.0 | 1,223.0 89.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 850.0 0.0

14 1,153.0 | 1,225.0 89.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 850.0 0.0

15 1,153.0 | 1,232.0 89.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 850.0 0.0

16 1,153.0 | 1,233.0 89.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 850.0 0.0

17 1,152.0 | 1,032.0 89.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 850.0 0.0

18 1,153.0 | 1,130.0 89.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 850.0 0.0

19 1,152.0 | 1,158.0 89.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 850.0 0.0

20 1,151.0 922.0 89.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 850.0 0.0

21 1,151.0 744.0 89.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 850.0 0.0

22 1,150.0 717.0 89.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 850.0 0.0

23 1,170.0 498.0 110.0 17.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 850.0 0.0

24 1,169.0 492.0 110.0 16.0 193.0 0.0 0.0 0.0 0.0 0.0 40.0 850.0 0.0
Daily Energy

(MWh) 16,147.0 | 2,304.0 424.0 0.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 12,998
Ramp Rate Constraint: None




Western Area Power Admininstration publish date:
Sierra Nevada Region May 29, 2008
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen Rsr?;';d Loads Reg & Res|  Projected Purchases LoVP Corp. Projected ?Ba;()?
_ _ Project First Estimated PU PU & EP AnciI_Iiary Bank Bank Daily Daily Capacity
Wednesday PrOJectgd Projected Use Load Preference AnC|IlIary Forward Capacity  Services Energy Return Minimum | Masimum | w/minimal
Capacity Energy Demand Load Serwc_es Off-Peak  Purchase Purchase | (from CVP Energy (to Capacity | Capacity energy
Demand Capacity | Purchase  Regmts. Regmt. Corp) CVP Corp)
Jun 04, 2008 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)

Hour A B C | D E F | G H | | J K L M
1 1,167.0 252.0 110.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 20.0 850.0 0.0
2 1,166.0 170.0 110.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 20.0 850.0 0.0
3 1,166.0 169.0 110.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 20.0 850.0 0.0
4 1,166.0 168.0 110.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 20.0 850.0 0.0
5 1,166.0 176.0 110.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 20.0 850.0 0.0
6 1,167.0 320.0 110.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 20.0 850.0 0.0
7 1,148.0 381.0 89.0 16.0 193.0 0.0 0.0 0.0 0.0 0.0 20.0 850.0 0.0
8 1,149.0 488.0 89.0 17.0 193.0 0.0 0.0 0.0 0.0 0.0 20.0 850.0 0.0
9 1,151.0 489.0 89.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 20.0 850.0 0.0
10 1,151.0 493.0 89.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 20.0 850.0 0.0
11 1,152.0 571.0 89.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 20.0 850.0 0.0
12 1,152.0 722.0 89.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 20.0 850.0 0.0
13 1,152.0 | 1,059.0 89.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 20.0 850.0 0.0
14 1,153.0 | 1,235.0 89.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 20.0 850.0 0.0
15 1,153.0 | 1,242.0 89.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 20.0 850.0 0.0
16 1,153.0 | 1,072.0 89.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 20.0 850.0 0.0
17 1,152.0 | 1,052.0 89.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 20.0 850.0 0.0
18 1,153.0 | 1,025.0 89.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 20.0 850.0 0.0
19 1,152.0 | 1,170.0 89.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 20.0 850.0 0.0
20 1,151.0 | 1,070.0 89.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 20.0 850.0 0.0
21 1,151.0 749.0 89.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 20.0 850.0 0.0
22 1,150.0 749.0 89.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 20.0 850.0 0.0
23 1,170.0 497.0 110.0 17.0 193.0 0.0 0.0 0.0 0.0 0.0 20.0 850.0 0.0
24 1,169.0 492.0 110.0 16.0 193.0 0.0 0.0 0.0 0.0 0.0 20.0 850.0 0.0

Daily Energy
(MWh) 15,811.0 | 2,304.0 424.0 0.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 12,631
Ramp Rate Constraint: None




Western Area Power Admininstration publish date:
Sierra Nevada Region May 29, 2008
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen REer?;';d Loads Reg & Res Projected Purchases Tg\;Fs)e:(::ct)iropr.\s F;Qré)sjiitrii ?;;‘;
' ‘ Project First Estimated PU PU & EP Ancil!iary Bank Bank Daily Daily Capacity
Thursday PrOJect_ed Projected Use Load Preference Ancﬂ_lary Forward Capacity  Services Energy Return Minimum | Maximum | wiminimal
Capacity Energy Demand Load Serwcgs Off-Peak  Purchase Purchase | (from CVP Energy (to Capacity | Capacity energy
Demand Capacity | Purchase  Regmts. Regmt. Corp) CVP Corp)
Jun 05, 2008 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B c | D E F | G H I | J K L M

1 1,177.0 221.0 110.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 860.0 0.0

2 1,176.0 170.0 110.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 860.0 0.0

3 1,176.0 169.0 110.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 860.0 0.0

4 1,176.0 168.0 110.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 860.0 0.0

5 1,176.0 205.0 110.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 860.0 0.0

6 1,177.0 311.0 110.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 860.0 0.0

7 1,158.0 360.0 89.0 16.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 860.0 0.0

8 1,159.0 468.0 89.0 17.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 860.0 0.0

9 1,161.0 471.0 89.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 860.0 0.0

10 1,161.0 478.0 89.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 860.0 0.0

11 1,162.0 712.0 89.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 860.0 0.0

12 1,162.0 726.0 89.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 860.0 0.0

13 1,162.0 | 1,257.0 89.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 860.0 0.0

14 1,163.0 995.0 89.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 860.0 0.0

15 1,163.0 995.0 89.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 860.0 0.0

16 1,163.0 | 1,128.0 89.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 860.0 0.0

17 1,162.0 | 1,080.0 89.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 860.0 0.0

18 1,163.0 | 1,019.0 89.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 860.0 0.0

19 1,162.0 884.0 89.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 860.0 0.0

20 1,161.0 | 1,004.0 89.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 860.0 0.0

21 1,161.0 823.0 89.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 860.0 0.0

22 1,160.0 765.0 89.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 860.0 0.0

23 1,180.0 479.0 110.0 17.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 860.0 0.0

24 1,179.0 471.0 110.0 16.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 860.0 0.0
Daily Energy

(MWh) 15,359.0 | 2,304.0 424.0 0.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 12,181
Ramp Rate Constraint: None




Western Area Power Admininstration publish date:
Sierra Nevada Region May 29, 2008
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen Rsr?;';d Loads Reg & Res|  Projected Purchases LoVP Corp. Projected ?Ba;()?
' ‘ Project First Estimated PU PU & EP Ancil!iary Bank Bank Daily Daily Capacity
. Projected | Projected Preference| Ancillary Forward Capacity  Services Energy Return . . -
F”day Capacity Energy Use Load Load Services | Off-Peak  Purchase Purchase| (from CVP Energy (to Mlnlmu_m Ma)qmt_lm w/minimal
Demand ) Capacity | Capacity energy
Demand Capacity | Purchase  Regmts. Regmt. Corp) CVP Corp)
Jun 06, 2008 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B c | D E F | G H I | J K L M
1 1,167.0 201.0 110.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
2 1,166.0 170.0 110.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
3 1,166.0 169.0 110.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
4 1,166.0 168.0 110.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
5 1,166.0 233.0 110.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
6 1,167.0 235.0 110.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
7 1,148.0 432.0 89.0 16.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
8 1,149.0 463.0 89.0 17.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
9 1,151.0 492.0 89.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
10 1,151.0 505.0 89.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
11 1,152.0 716.0 89.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
12 1,152.0 722.0 89.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
13 1,152.0 990.0 89.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
14 1,153.0 | 1,094.0 89.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
15 1,153.0 | 1,245.0 89.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
16 1,153.0 | 1,183.0 89.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
17 1,152.0 | 1,156.0 89.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
18 1,153.0 | 1,221.0 89.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
19 1,152.0 | 1,089.0 89.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
20 1,151.0 | 1,067.0 89.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
21 1,151.0 828.0 89.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
22 1,150.0 742.0 89.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
23 1,170.0 485.0 110.0 17.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
24 1,169.0 455.0 110.0 16.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
Daily Energy
(MWh) 16,061.0 | 2,304.0 424.0 0.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 12,882
Ramp Rate Constraint: None




Western Area Power Admininstration publish date:
Sierra Nevada Region May 29, 2008
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen REGr?Srlgr;f/d Loads Reg & Res Projected Purchases Trczazz;i:?i;pr;s lergstZtre(i ?;;?
_ _ Project First Estimated PU PU & EP AnciI_Iiary Bank Bank Daily Daily Capacity
Saturday PrOJectgd Projected Use Load Preference AnC|IlIary Forward Capacity  Services Energy Return Minimum | Maximum | w/minimal
Capacity Energy Demand Load Serwc_es Off-Peak  Purchase Purchase | (from CVP Energy (to Capacity | Capacity energy
Demand Capacity | Purchase  Regmts. Regmt. Corp) CVP Corp)
Jun 07, 2008 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C | D E F | G H | | J K L M

1 1,047.0 209.0 110.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 70.0 730.0 0.0

2 1,046.0 170.0 110.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 70.0 730.0 0.0

3 1,046.0 169.0 110.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 70.0 730.0 0.0

4 1,046.0 168.0 110.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 70.0 730.0 0.0

5 1,046.0 168.0 110.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 70.0 730.0 0.0

6 1,047.0 229.0 110.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 70.0 730.0 0.0

7 1,028.0 417.0 89.0 16.0 193.0 0.0 0.0 0.0 0.0 0.0 70.0 730.0 0.0

8 1,029.0 453.0 89.0 17.0 193.0 0.0 0.0 0.0 0.0 0.0 70.0 730.0 0.0

9 1,031.0 453.0 89.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 70.0 730.0 0.0

10 1,031.0 439.0 89.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 70.0 730.0 0.0

11 1,032.0 674.0 89.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 70.0 730.0 0.0

12 1,032.0 900.0 89.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 70.0 730.0 0.0

13 1,032.0 948.0 89.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 70.0 730.0 0.0

14 1,033.0 954.0 89.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 70.0 730.0 0.0

15 1,033.0 | 1,087.0 89.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 70.0 730.0 0.0

16 1,033.0 | 1,005.0 89.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 70.0 730.0 0.0

17 1,032.0 869.0 89.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 70.0 730.0 0.0

18 1,033.0 894.0 89.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 70.0 730.0 0.0

19 1,032.0 877.0 89.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 70.0 730.0 0.0

20 1,031.0 866.0 89.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 70.0 730.0 0.0

21 1,031.0 805.0 89.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 70.0 730.0 0.0

22 1,030.0 554.0 89.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 70.0 730.0 0.0

23 1,050.0 448.0 110.0 17.0 193.0 0.0 0.0 0.0 0.0 0.0 70.0 730.0 0.0

24 1,049.0 448.0 110.0 16.0 193.0 0.0 0.0 0.0 0.0 0.0 70.0 730.0 0.0
Daily Energy

(MWh) 14,204.0 | 2,304.0 424.0 0.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 11,015
Ramp Rate Constraint: None




Western Area Power Admininstration publish date:
Sierra Nevada Region May 29, 2008
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen REer?sr';d Loads Reg & Res Projected Purchases Trczazz;i:?i;pr;s lergstZtre(i ?;;?
_ _ Project First Estimated PU PU & EP AnciI_Iiary Bank Bank Daily Daily Capacity
Projected | Projected Preference| Ancillary Forward Capacity ~ Services Energy Return S . L
Sunday Capacity Energy Use Load Load Services | Off-Peak  Purchase Purchase | (from CVP Energy (to Mlnlmqm MaX|mgm w/minimal
Demand ) Capacity | Capacity energy
Demand Capacity | Purchase  Regmts. Regmt. Corp) CVP Corp)
Jun 08, 2008 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B c | D E Foo| G H I | J K L M
1 1,153.0 171.0 96.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
2 1,152.0 170.0 96.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
3 1,152.0 169.0 96.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
4 1,152.0 168.0 96.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
5 1,152.0 212.0 96.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
6 1,153.0 270.0 96.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
7 1,155.0 333.0 96.0 16.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
8 1,156.0 442.0 96.0 17.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
9 1,158.0 443.0 96.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
10 1,158.0 499.0 96.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
11 1,159.0 758.0 96.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
12 1,159.0 862.0 96.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
13 1,159.0 | 1,031.0 96.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
14 1,160.0 | 1,174.0 96.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
15 1,160.0 | 1,145.0 96.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
16 1,160.0 | 1,143.0 96.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
17 1,159.0 | 1,245.0 96.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
18 1,160.0 | 1,126.0 96.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
19 1,159.0 | 1,138.0 96.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
20 1,158.0 | 1,082.0 96.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
21 1,158.0 877.0 96.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
22 1,157.0 754.0 96.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
23 1,156.0 589.0 96.0 17.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
24 1,155.0 589.0 96.0 16.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 850.0 0.0
Daily Energy
(MWh) 16,390.0 | 2,304.0 424.0 0.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 13,214
Ramp Rate Constraint: None

Notes:

A WN P

. For the AS (Column E), it was assumed that Western's total operating reserve obligation to be equal to the sum of spinning reserve of 133 MW and regulation of 60 MW.
. Recent forecast of SCA transmission losses were assumed for the 7-day period.
. Data includes committed schedules for those days (shaded gray) that have been committed and forecasted data for the remaining dates.
. Note: Base Resource minimum and maximum capacity are calculated on a daily basis instead of hourly basis.




